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~MARKS 
12/4/68 Flammable liquid storage & use inspection (see Permit FL 896) for listing 

of flammable liquids, acids, & gases and quantities. 
Large amounts of acids&.flammable liquids stored in various locations in-
side and outside of building. · 
John Boomer, ·Plant Manager, was advised by this inspector to provide an 
approved outs'ide storage area, or inside ~torage room, for the flammable 
liquids and hazardous chemicals storage-. Mr. Boomer stated that an out­
side storage room was under consideration. Plans will be submitted to 
Bureau of Fire Prevention for approval. 
NOTE: A manifold trailer of 40,000 cu ft HYDROGEN GAS has been added to 

the amount previously approved .(3/61) for 32,000 cu ft of permanent 
manifolded hydrogen gas. · 

·Recommended a barrier or guard posts be provided for additional 
protection of this hydr.ogen trailer and manifold installation. ELH 

8/4/70 See separate ~heet for inspection report. · 
1/1/73 Alarm No. 8 - Malfunction· of thermostat in stripper tank (chlorinated hydro­

carbons) - $150 estimate~ damage . . 
3/21/73 Permit #FL 73-27- issued for ir.i,stallation of 499 .gallon LPG tank. 
·s/3/73 LPG tank installation inspected - ·DENIED: 

Elli 

1. Tank was set on asphalt. 
2. No concrete slab or footings provided for tank- installation. 
3. LPG tank not secured from movement by bolts or metal bands to 

footing of concrete. -
4. Bumper posts (4" pipe) were insta l led. 

Jack Voorhees of Industrial Vangas, Inc,was advised by phone that said con­
diti9n~ must~~ corre6ted before tank may be f illed for use. He stated 
that conditions would be corrected within 7 days. 

5/17/73 REINSPECTION - No change (concrete foot i ngs NOT provided for installation 
and securing tank from movement. Elli 

5/31/73 REINSPECTION - ~o change on LPQ tank installation. Paul Gl azier, of 
"'·:V~NGA~-{f ield · maintenance representa_tive) was · advised of conditions; he 

will cause corr·ections· to be made by ·Monday, 6/4/73. NOTE: Tank has been 
filled -w/ LPG • . 
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'o. Employees 1 ~O 

FULLERTON FIRE DEPAR'lMENT 

INSPECTION RER>RT 

Report No. ~ 1 k:'-' 

DISTRICT __ . .._JJ.-,--..-­
_1551 E. Orangethorpe 8'7/-/fiJ: 

;ate --P~--aZ-0 .. ,-~6""7'----
.• BusineBs ARNOLD ENGIN.EER_IN ..... G_,r ___ _ 

:. Bldg Owner ___ s-=a=m.e~---·---
ADDRESS (Street, City) ling Pbonef 

... . ·-- --------------- ----

>. Descr. Operation ,fe t al tamping and anne ing 

CONSTR: Concrete Masonry X Metal Wood Frame Mill Stucco Other 
l. Bldg. Dimensions 2o0 1X4471 (Tifg 1 000sg":f~. Stories-_ _.O.._n __ e __________ Height--1-g"!"'i--

➔ • FLOORS: Concrete X Wood Other Oil Soaked Weak Overloaded -------
>. ROOF: Concrete Wood Frame X Mill Steel • U-apro. Pro. 

Covering: comp7" - No.: Skylights Vents llOtherlO 
Shape: Flat'.}( Arch Slope Sawtooth - - ------------------ - -- ---

.. ATTIC: No. Scuttle HOles Loe. Size 
Division Walls -------------.Pi-.-e-rc_e_,d=--x,_--=u-=--npierced_.._----
Wiring: Good L Fair Bad Storage: No _ Yes __x_ _____________ _ 

! · VERI'ICAL OPENI:r«;S: Stairway Loe Open Enclosed 
Elevator - Loe ----------- Other- -

Means of Ventilating ---=-R~e~m!.::.o:.:v:..i:e:.-.:v:.i.e'4.nut:Uas'---------------.-

i • BASF.MENT: Dimensions Entrance Contents ------- -------
~. FIRE WALLS: U>cation Pierced Un.pierced ----=---------.,,,.-:~--~:--- - -If Pierced: Fire Doors - No, Class Sel.f Closing_ 

Master 
>. EXITS: 2,_N; _!8; 4_E; l_W Type Doors Metal • gl a ss Forcible Entry --K ... e.,.y ___ _ 

>. EXPOSURES : Severe Moderate None L Explain ________________ _ 

' HEATING UNIT: :S~p....._a __ c __ e ___ H_e .... a __ t_e_r _______ Loe. Va,1 rovs 1 acet:boo 
L AIR CONDITIONER: Yes Loe. Roof 
) , WATER HEATER: Yes C.srns) Loe. I~ Jao1 tors q11ertaP11 
l. REFRIGERATION: Type/Size/C&p&ci ty -----.--=--------
L CONTROLS: Elec N-N corner inside Gas N-E corner outside Waters.itE coroer 

main fl nt outside 
(Capacity Adults ___ Children~- 24-hour Care __ Day Care __ 

Ambulatory Non-Ambulatory --
HAZARDS; Life 

3. HAZARDS: Storage - Kind./Arxur:.t/u::ic Hydrogen Gas 20,000 ft. 

~. HAZARDS: Electrical other-------------~ 
~, SPRINKLERS: Throughout L Basement ·0zs4, _ Stage _ Elsewhere -----------~ 
.:>. INTERIOR STANDPIPES: lfo. Outlets Loe ·--------------------~ 

r. Inspected by • 11 A11 Shif_t Comp, Three . w/ M:c, B EJ J erroao 
' 

, Firm Representati, 




